ADDENDUM NO. 2 - OUTLINE AND SUMMARY INFORMATION

Project Name: Heating Plant Steam Pressure Relief Valve Replacement  
Location: MSU Bozeman, Montana  
PPA No.:16-0176  
Date: 4/19/17

To: All Plan Holders of Record

The Plans and Specification prepared by MSU Facilities Services Engineering dated March 27, 2017, shall be clarified and added as follow. The bidder proposes to perform all the following clarifications or changes. It is understood that the Base Bid shall include any modification of Work or Additional Work that may be required by reason of the following change or clarifications.

The Bidders are to acknowledge the receipt of this Addendum by inserting its number and date into their Bid Forms. Failure to acknowledge may subject the Bidder to disqualification and rejection of the bid. This Addendum forms part of the Contract Documents as if bound therein and modifies them as follows:

I. PRIOR APPROVALS
   A. NONE.

II. AMENDMENTS TO THE PROJECT MANUAL
   A. NONE

III. AMENDMENTS TO THE DRAWINGS
   A. NONE

IV. GENERAL INFORMATION
   1. …General items:
   2. General Items:
      a. Gasket material on the bottom of the relief valves appears to be asbestos. Contractor to coordinate schedule for the gaskets to be removed by Owner.
      b. Removed relief valves can be recycled by Owner. If this is desired, contractor is to place valves into appropriate container on site, which is located outside of the heating plant.

V. ATTACHMENTS
   A. NONE