Replacing two (2) steam pressure relief valves in this area.

Stairs from main level.

Steam pressure relief valves replacement (PPA 16-0176. Date 3-15-17).

Heating plant - basement level.

Scale: 3/32" = 1'
HEATING PLANT - FIRST LEVEL

SCALE: 3/32" = 1'

MAIN ACCESS ROUTE. CONTACT BOILER OPERATOR WHEN ENTERING PLANT EACH DAY.

BOILER OPERATOR WORKSTATION. PHONE 994-4715

STAIRS TO BASEMENT

STEAM PRESSURE RELIEF VALVES REPLACEMENT (PPA 16-0176, DATE 3-15-17)

ALTERNATE ACCESS ROUTE AFTER BOILER OPERATOR HAS BEEN ALERTED EACH DAY.