ADDENDUM NO. 1 - OUTLINE AND SUMMARY INFORMATION

<table>
<thead>
<tr>
<th>Project Name:</th>
<th>Renne Library Room 134 Remodel</th>
<th>PPA No.:</th>
<th>18-2093</th>
</tr>
</thead>
<tbody>
<tr>
<td>Location:</td>
<td>MSU Bozeman</td>
<td>Date:</td>
<td>3/29/19</td>
</tr>
</tbody>
</table>

To: All Plan Holders of Record

The Plans and Specification prepared by Bechtle Architects dated March 4, 2019, shall be clarified and added as follow. The bidder proposes to perform all the following clarifications or changes. It is understood that the Base Bid shall include any modification of Work or Additional Work that may be required by reason of the following change or clarifications.

The Bidders are to acknowledge the receipt of this Addendum by inserting its number and date into their Bid Forms. Failure to acknowledge may subject the Bidder to disqualification and rejection of the bid. This Addendum forms part of the Contract Documents as if bound therein and modifies them as follows:

I. ATTACHMENTS

A. …Bechtle Architects Addendum No. 001
ADDENDUM NO. 001

DATE: March 18, 2019

PROJECT: Renne Library Room 134 Remodel
Job#1900  PPA No. 18-2093

ARCHITECT: Bechtle Architects

TO: ALL PLANHOLDERS OF RECORD

NUMBER OF PAGES: ____1____ (If you do not receive the correct number of pages, please notify us immediately.)

Acknowledge receipt of this Addendum by inserting its number and date in the Proposal Form. Failure to do so may subject Bidder to disqualification. This Addendum forms a part of the Contract Documents. It modifies them as follows:

Drawings: Comments:

D110  Refer to demo note #20 revise to include: MSU culinary services will be responsible for procuring new & moving existing equipment for this space

A210  Refer to 2/A120 note #7 revise to include: Coordinate final outlet location w/ elect. subcontractor.

M101  Refer to demo note #1 revise to include: Demo plumbing fixture and all piping back to shut off valves.

E1.1  Refer to general note #2 revise to include: Contractor to review furniture submittals and shop drawings prior to providing power and data junction boxes for a coordinated connection.

E4.1  Refer to the Light Fixture Schedule type C1 revise as: Provide Lithonia ‘ALLS4 20L EZ1 LP835’ instead of Metalumen light fixture listed.