## ADDENDUM NO. 2 - OUTLINE AND SUMMARY INFORMATION

<table>
<thead>
<tr>
<th>Project Name</th>
<th>Renne Library Room 134 Remodel</th>
<th>PPA No.</th>
<th>18-2093</th>
</tr>
</thead>
<tbody>
<tr>
<td>Location</td>
<td>MSU Bozeman</td>
<td>Date</td>
<td>3/29/19</td>
</tr>
</tbody>
</table>

To: All Plan Holders of Record

The Plans and Specification prepared by Bechtle Architects dated March 4, 2019, shall be clarified and added as follow. The bidder proposes to perform all the following clarifications or changes. It is understood that the Base Bid shall include any modification of Work or Additional Work that may be required by reason of the following change or clarifications.

The Bidders are to acknowledge the receipt of this Addendum by inserting its number and date into their Bid Forms. Failure to acknowledge may subject the Bidder to disqualification and rejection of the bid. This Addendum forms part of the Contract Documents as if bound therein and modifies them as follows:

### I. ATTACHMENTS

A. …Bechtle Architects Addendum No. 002
ADDENDUM NO. 002

DATE: March 29, 2019

PROJECT: Renne Library Room 134 Remodel
Job#1900 PPA No. 18-2093

ARCHITECT: Bechtle Architects

TO: ALL PLANHOLDERS OF RECORD

NUMBER OF PAGES: _2_ (If you do not receive the correct number of pages, please notify us immediately.)

PRE-BID ATTENDEES: Lance Casey, Allied Electric, lance@alliedelectricmt.com
Jaclyn Liebscher, CPDC Project Manager
Walt Banziger, Bechtle Architects
Chelsie Shults, Bechtle Architects

Acknowledge receipt of this Addendum by inserting its number and date in the Proposal Form. Failure to do so may subject Bidder to disqualification. This Addendum forms a part of the Contract Documents. It modifies them as follows:

Drawings:
SD-01
Existing window schedule to provide new window roller shade sizes needed. See attached.

GENERAL NOTE
The contractor is responsible for the haul-off of light fixtures. Bulbs should be delivered to recycled at E-Scrap in the Facilities Yard.

PRIOR APPROVALS
Type A1: Metalux 24RLM Series
Type B1: Metalux 22RLN Series
Type C1: Corelite Divide Surface Series

E1.1
Omit Keynote #1 on sheet E1.1. It is no longer used.

Pre Bid Questions:
Q. Specified electrical cable to be used above ceiling space and in interior framed walls? Provide per Specification Section 26 0533 Electrical materials and Methods.
Q. Where is the location of panel BE2L? Panel BE2L is located in a basement mechanical room at grids #2/#14 & M.
1. CONTRACTOR TO REMOVE EXISTING WINDOW TREATMENT & DISPOSE. INSTALL NEW WINDOW ROLLER SHADE PER MFGR’S WRITTEN INSTRUCT., SEE SPECS.

2. CONTRACTOR TO REMOVE EXISTING WINDOW TREATMENT FROM SUSPENDED CEILING & DISPOSE. REPLACE CEILING GRID AS REQ’D. INSTALL NEW WINDOW ROLLER, MOUNT SHADE AT EXISTING BOTTOM OF WINDOW HEAD BETWEEN JAMBS ABOVE THE EXISTING SUSPENDED CEILING.

WINDOW TYPE & COMMENTS

1. CONTRACTOR TO REMOVE EXISTING WINDOW TREATMENT & DISPOSE. INSTALL NEW WINDOW ROLLER SHADE PER MFGR’S WRITTEN INSTRUCT., SEE SPECS.
2. CONTRACTOR TO REMOVE EXISTING WINDOW TREATMENT FROM SUSPENDED CEILING & DISPOSE. REPLACE CEILING GRID AS REQ’D. INSTALL NEW WINDOW ROLLER, MOUNT SHADE AT EXISTING BOTTOM OF WINDOW HEAD BETWEEN JAMBS ABOVE THE EXISTING SUSPENDED CEILING.

WINDOW NOTES

A. ALL WINDOWS IN THE SCOPE OF WORK ARE EXISTING

B. REFER TO PLANS FOR WINDOW LOCATIONS

C. CONTRACTOR RESPONSIBLE FOR VERIFYING ALL EXISTING OPENING DIMENSIONS WITH WINDOW SHADE MANUFACTURER’S INSTALLATION REQUIREMENTS PRIOR TO CONSTRUCTION AND SHALL NOTIFY ARCHITECT OF ANY DISCREPANCIES.

D. CONTRACTOR RESPONSIBLE FOR ENSURING ALL WINDOW SHADE SUBSTITUTIONS COMPLY WITH MSU DESIGN GUIDELINES.

E. CONTRACTOR SHALL BE RESPONSIBLE FOR REPAIRING ANY DAMAGE OCCURING DURING REMOVAL OF WINDOW TREATMENTS. PREP & MATCH SURFACES & INSTALL NEW FINISHES AS REQ’D.

EXISTING WINDOW SCHEDULE

<table>
<thead>
<tr>
<th>NO.</th>
<th>WIDTH</th>
<th>HEIGHT</th>
<th>TYPE</th>
<th>COMMENTS</th>
</tr>
</thead>
<tbody>
<tr>
<td>W1</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>2</td>
</tr>
<tr>
<td>W2</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>2</td>
</tr>
<tr>
<td>W3</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>2</td>
</tr>
<tr>
<td>W4</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>2</td>
</tr>
<tr>
<td>W5</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>2</td>
</tr>
<tr>
<td>W6</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>2</td>
</tr>
<tr>
<td>W7</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>1</td>
</tr>
<tr>
<td>W8</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>1</td>
</tr>
<tr>
<td>W9</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>1</td>
</tr>
<tr>
<td>W10</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>1</td>
</tr>
<tr>
<td>W11</td>
<td>4'-0&quot;</td>
<td>6'-8&quot;</td>
<td>A</td>
<td>1</td>
</tr>
</tbody>
</table>