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CAMPUS PLANNING, DESIGN & CONSTRUCTION
Sixth Avenue and Grant Street    P.O. Box 172760    Bozeman, Montana 59717-2760

Phone: (406) 994-5413    Fax: (406) 994-5665

ADDENDUM NO. 1 - OUTLINE AND SUMMARY INFORMATION

Project Name: MAES – Bart Farm Aurora Test Range Electrical PPA No.: 22-0544
Location: Montana State University - Bozeman Date: 04/07/2023

Owner: State of Montana, MSU - Bozeman
Plew Building 6th and Grant, PO Box 172760
Bozeman, Montana 59717-2760

To: All Plan Holders of Record

The Plans and Specification prepared by Morrison Maierle dated 03-15-2023 shall be clarified and added as follow.  The 
bidder proposes to perform all the following clarifications or changes.  It is understood that the Base Bid shall include any 
modification of Work or Additional Work that may be required by reason of the following change or clarifications.

The Bidders are to acknowledge the receipt of this Addendum by inserting its number and date into their Bid 
Forms.  Failure to acknowledge may subject the Bidder to disqualification and rejection of the bid.  This 
Addendum forms part of the Contract Documents as if bound therein and modifies them as follows:

1. AMENDMENTS TO THE PROJECT MANUAL

a. Specifications: N/A

2. AMENDMENTS TO THE DRAWINGS 

a. Sheet:

i. E-2 SITE PLAN: Service drop from pole to trailer was updated from an overhead drop to an 
underground drop to the service equipment. The service equipment was updated to be mounted 
directly onto the end of the trailer.

ii. E-5 DETAILS: Detail 1 was updated to show the underground service drop.

iii. E-6 DETAILS: Detail 1 was updated to remove the overhead service drop equipment.

3. AMENDMENTS TO EQUIPMENT INFORMATION 

a. N/A

4. PRE-BID MEETING INFORMATION

a. Project has been submitted to the City of Bozeman and approved.  Permit shall be picked up by the 
Contractor that is awarded the project.



Filename and path 

b. Pre-Bid meeting notes by Loras O’Toole.  See attached “AES Bart Farm Aurora Electrical 22-0544 Rebid 
– Pre-Bid Mtg Notes 4-4-23.pdf”

5. PRIOR APPROVALS 

a. N/A

6. ATTACHMENTS 

a. Pre-bid meeting attendance list

i. Loras O’Toole – MSU University Engineer

ii. Todd Cook – MSU Facilities Engineer

iii. Joe Hughes – Morrison-Maierle Project Manager

iv. Eric Henvich – Aurora

v. Ryan Crawford – South Hills Electrical
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MSU-CPDC
MONTANA STATE

UNIVERSITY
BOZEMAN, MONTANA

PHONE:  406.994.5413
FAX:  406.994.5665

SITE PLAN
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KEY NOTES

REMOVE EXISTING IN-LINE GUY.

INSTALL EXISTING DEAD-END ASSEMBLY AND ASSOCIATED DOWN
GUY WITH NEW HARDWARE ON NEW 40' CLASS 4 POLE. RE-USE
EXISTING TRANSFORMER AND FUSE CUTOUT. RE-INSTALL RISER
AND SERVICE TO BUILDING.

INSTALL NEW GUY AND ANCHOR ASSEMBLY AT 30' FROM NEW 
POLE.

UNDERGROUND SERVICE CONDUCTOR, SEE DETAIL 1 SHEET E-5
AND ONE-LINE DIAGRAM & FEEDER SCHEDULE, DETAIL 1 SHEET
E-6.

NOT USED.

INSTALL NEW 150kVA (3 x 50kVA) 12.47/7.2kV - 120/208V WYE, 
3-PHASE TRANSFORMER BANK. INSTALL TYPE 10K OR 10T FUSE IN
ACCORDANCE WITH MSU SYSTEM PROTECTION SCHEME.

SERVICE ENTRANCE EQUIPMENT, SEE DETAIL 1, SHEET E-5.

SEE SINGLE PHASE TAP GUIDE C.511G, SHEET E-6.

2

3

GENERAL NOTES

1. SEE STAKING SHEET FOR DETAILED COMMENTS, SHEET E-1.

2. SEE SAG AND TENSION STRINGING CHART, SHEET E-3.

3. SEE POLE ASSEMBLY DETAILS, SHEETS E-4 AND E-5.

1

EXISTING 12.47/7.2kV
3-PHASE PRIMARY

EXISTING 3-PHASE
SERVICE TAP

BART FARM ROAD

EXISTING BUILDING

AU
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TR
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LE

R

EXISTING 7.2kV 1-PHASE PRIMARY,
CONVERT TO 12.47/7.2kV 3-PHASE
PRIMARY(4) #4 ACSR SWANATE

EXISTING 7.2kV
1-PHASE PRIMARY

NEW 3-PHASE
(4) #4 ACSR
SWANATE 1

1

3
2

4

EXISTING 3-PHASE
ANGLE POLE

EXISTING TRANSFORMER6

4

45

6

7

7

EXISTING 7.2kV 1-PHASE PRIMARY,
CONVERT TO 12.47/7.2kV 3-PHASE
PRIMARY(4) #4 ACSR SWANATE

8

8

8/15/22

30 601530 0

SCALE IN FEET

VERIFY SCALE!

THESE PRINTS MAY BE REDUCED.
LINE BELOW MEASURES ONE INCH

ON ORIGINAL DRAWING.

 MODIFY SCALE ACCORDINGLY!

1 ADDENDUM 3/30/23
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GENERAL NOTES

1. SEE STAKING SHEET E-1 FOR LOCATION OF EACH DETAIL USED.

24" MIN BURY

TO TRANSFORMER
AT TOP OF POLE

FINISHED GRADE

MAIN DISCONNECT

METER & METER BASE. CONTRACTOR
TO PROVIDE METER TO
ACCOMODATE 13-TERMINAL METER
BASE

MAIN DISCONNECT/METER/ CT CABINET DETAIL
NO SCALESCALE:

1
E-2

36" X 36" X 10"
CT CABINET

GROUND PER
NEC 250

POLE

CONDUIT

8/15/22

1

TYPE LB CONDUIT BODY INTO
TRAILER TO FEED THE

INTERIOR PANELBOARD

NOTE:
MOUNT EQUIPMENT ON TRAILER

1 ADDENDUM 3/30/23
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