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PLAN NOTES:

(E) EXISTING

(N) NEW

(V) VERIFY TO MATCH (E) DIMENSION IN FIELD

PRECAST CONCRETE PLANK OR 

METAL GRATING SPAN DIRECTION

TOP OF CONCRETE ELEVATION

TOP OF FOOTING ELEVATION

T/SLAB

T/FTG

CXXXX

XX'-XX"
TOP OF CHANNEL ELEVATION

PLAN NOTES:

1. STRUCTURAL GENERAL NOTES, DESIGN CRITERIA, 

ABBREVIATIONS, AND LEGEND PER S0.1 AND S0.2.

2. ALL EXISTING DIMENSIONS SHALL BE FIELD VERIFIED 

BEFORE STAIR DEMOLITION. ALL DIMENSIONS ARE 

BASED ON FIELD MEASUREMENTS OF THE EXISTING 

STAIRS AND ARE FOR PRICING PURPOSES ONLY. 

CONTRACTOR SHALL FIELD VERIFY THAT THE 

DIMENSIONS MATCH EXISTING.

3. STEEL GRATING PER PLAN AND STRUCTURAL GENERAL 

NOTES. GRATING ATTACHMENT REQUIREMENTS PER 

STRUCTURAL GENERAL NOTES.

4. TOP OF STEEL ELEVATIONS ARE RELATIVE AND BASED 

ON THE FIELD MEASURED ELEVATIONS AT THE LANDINGS.

5. HANDRAILS AND GUARDRAILS NOT SHOWN ON PLAN 

FOR CLARITY. GUARDRAIL LOCATION AND EXTENTS TO 

MATCH EXISTING HANDRAILS PER 7 & 8/S2.2.
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E

F

G

H

3 6

HSS7x3x1/4

(E) 4" CONC SLAB

T/SLAB = 108'-7" (V) TO MATCH (E)

(E) STL BM

(E) SLAB EDGE

(E) ELEVATED 

SLAB EDGE

C8x18.7

S2.2

11________

E
Q

E
Q

(N) HSS 1 1/2x1 1/2x3/16, TYP

S1.3

4________

TYP EA 

SIDE

E
Q

E
Q

S1.3

7________

TYP

1
 3

/4
"

3
 1

/2
"

1
 3

/4
"

S1.3

6________

S1.3

7________

S1.3

4________

TYP EA 

SIDE

(N) HSS 1 1/2x1 1/2x3/16

S1.3

5________
SHADING INDICATES 

GUARD RAIL EXTENTS

(N) HSS 1 1/2x1 1/2x3/16

S1.3

7________

3
"

1 3/4" 1 3/4"

3
"

SIM SIM

1
/2

"

1
/2

"

1 1/2" 1 1/2"

S1.3

5________

OPP

(N) GUARD TOP RAIL

PER            

(E) BM PER PLAN

T/SLAB

PER PLAN

(E) CONC LANDING 

SLAB (SOG @ SIM)

(N) GUARD BOTTOM 

RAIL PER            

(E) STL COL TO 

REMAIN PER PLAN

REMOVE PAINT AND PREP 

SURFACE AS REQD PRIOR 

TO WELDING

3/16

TYP (N)

GUARD RAIL

TO (E) COL

NOTE: AT SIM CONDITION, EXISTING

COLUMNS SUPPORTED BY (E) CONC SOG 

BLW. GUARD TOP AND BOTTOM RAILS 

FRAME INTO (1) (E) COL FACE ONLY

3/S1.3

3/S1.3

SECTION ELEVATION

L4x4x1/4x0'-6" EA 

SIDE

T/SLAB

PER PLAN

3/16

3/16

(N) BASE PL3/8x9"x0'-7" 

W/ (4) 5/8"Ø THRU BOLTS 

OR CARRIAGE BOLTS

CONN PER 10/S2.2

CONN PER 10/S2.2

(N) GUARD 

BOTTOM RAIL 

PER            3/S1.3

(N) GUARD 

TOP RAIL 

PER            3/S1.3

(E) BRICK VENEER

1" CLR

(N) POST PER PLAN

1
/2

"

(E) SLAB EDGE

1
 1

/2
"

6
"

1
 1

/2
"

1 1/2"
4"

1"

1/2"

PLAN

3/16" CAP PLATE, TYP

NOTE: AT SIM CONDITION BASEPLATE TO BE 

ANCHORED TO (E) CONC SOG W/ (4) 1/2"⌀

EPOXY ANCHORS W/ (2) 3/4" EMBED OR 

(2) 1/2"⌀ EXPANSION ANCHORS W/ 2 1/4" 

EMBED AT CONTRACTOR OPTION.

PLAN

A A

SECTION A-A

L6x6x5/16 CONT AND 

CONN PER

(E) CONCRETE LANDING

BM PER PLAN AND 

CONN PER

3/16

PL PER

3/16

NEW GUARDRAIL POST

6/S2.2

6/S2.2

BASE PL 3/8"x8 1/2"x0'-7" 

W/ (2) 5/8"Ø THRU BOLTS 

OR CARRIAGE BOLTS

STRINGER PER 

PLAN AND CONN 

PER            6/S2.2

PLAN

3 1/2"

7"
1 1/2"

1
 1

/2
"

4
"

1
 1

/2
"

7
"

PLATE STEP

PLAN

6/S2.2

PLATE STEP INDICATES LOCATION OF 

VERTICAL PLATE EXTENSION. PLATE TO 

EXTEND 1/2" ABV SLAB OR AS NEEDED TO 

INSTALL WELD TO POST BASE PLATE

2"

3/16

BASE PL 3/8"x7"SQ 

W/ (4) 5/8"Ø THRU BOLTS 

OR CARRIAGE BOLTSPLAN

(N) GUARD BOTTOM 

RAIL PER            3/S1.3

PLAN

(N) GUARD TOP 

RAIL PER            3/S1.3

(N) POST PER PLAN

(E) CONC SLAB

(E) SLAB 

EDGE

SIM CONDITION

4
"

1
 1

/2
" 
T
Y

P 1 1/2" TYP

4
"

T
Y

P

1
 1

/2
"

1
"

(E) BRICK 

VENEER

TYP

1 1/2"

4"

1"

2 1/2"
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E
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G
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3 6

(E) CONC SLAB ON GRADE

T/SLAB = 100'-0"

(E) CONC WALL AND

FTG TO REMAIN (V)

6'-0" (V) 8'-4" (V) 6'-0" (V)

3
'-
3
 1

/2
" 
(V

)
5
'-
5
" 
(V

)
3
'-
7
 1

/2
" 
(V

)

1
2
'-
4
" 
(V

)

(E) STEEL 

COL ABV TO 

REMAIN (V)

(E) STEEL 

COL ABV TO 

REMAIN (V)

(V
)

3
"

6'-0" (V)

(N) HSS1 1/2x1 1/2x3/16 (N) HSS1 1/2x1 1/2x3/16

SHADING INDICATES

GUARDRAIL EXTENT
SIM S1.3

4________

SIM

SIM

S1.3

4________

SIM

S1.3

5________

S1.3

5________

OPP

PER PLAN

3
'-
6
" 
T
/S

L
A

B
 T

O
 T

/G
U

A
R

D
 R

A
IL

3
 1

/2
"

(N) OR (E) VERT 

MEMBER PER PLAN

HSS1 1/2x1 1/2x3/16

GUARD BOTTOM RAIL

1/2" SQUARE BAR

PICKET @ 4"OC MAX

HSS1 1/2x1 1/2x3/16

GUARD BOTTOM RAIL

(E) ELEVATED CONC SLAB 

OR CONC SLAB ON GRADE 

WHERE OCCURS

WHERE GUARDRAIL IS SUPPORTED 

BY (E) MEMBER, COLUMN 

CONTINUES ABV GUARDRAIL
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ALTERNATE −

GUARDRAIL

REPLACEMENT

S1.3

SCALE:  1/2" = 1'-0"
2

ALTERNATE - UPPER LANDING GUARDRAIL REPLACEMENT - MIDDLE STAIR

SCALE:  3/4" = 1'-0"
4

(N) GUARDRAIL AT (E) STL COL - GRID 'H'

SCALE:  3/4" = 1'-0"
5

(N) GUARDRAIL AND POST AT (E) WALL - AT GRID 'H'

SCALE:  3/4" = 1'-0"
6

(N) GUARDRAIL AND POST AT (N) STRINGER

SCALE:  3/4" = 1'-0"
7

TYPICAL GUARDRAIL POST ATTACHMENT

AT (E) ELEVATED SLAB - GRIDS 4 AND 5

SCALE:  1/2" = 1'-0"
1

ALTERNATE - LOWER GUARDRAIL REPLACEMENT - MIDDLE STAIR

SCALE:  1" = 1'-0"
3

TYPICAL GUARDRAIL

9"
EA SIDE


